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RECONFIGURE EXISTING FIRE PROTECTION
WET SYSTEM SPRINKLERS AND PIPING FOR
NEW CEILING AND EQUIPMENT, ACCORDING
TO NFPA. VISITATION AREAS SHALL HAVE
FULLY-RECESSED SPRINKLER HEADS.
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